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           PLUMBING SCHEMATICS 

  Single Water Heater, Single Tank 
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           PLUMBING SCHEMATICS 

  Multiple Water Heaters, Single Tank 
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           PLUMBING SCHEMATICS 

  Multiple Water Heaters, Multiple Tanks 
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     ELECTRICAL 
 Single Water Heater Wiring Diagrams 
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Service Switch 
(by others) 

Service Switch 
(by others) 

L1 

Line Voltage 
All Lx Models (except Lx800) 

Line Voltage 
Lx800 

Pump B Pump B 

Low Voltage 
All Lx Models (except Lx800) Low Voltage 

Lx800 

Gas Low 
Press. Sw. 

External 
Limit 
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DHW 
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Building Mgmt 
System (BMS) Building Mgmt 
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Time of 
Day 
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     ELECTRICAL 
 Multiple Water Heater Wiring Diagrams 
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Service Switch 
(by others) 

Service Switch 
(by others) 

L1 

Line Voltage 
All Lx Models (except Lx800) 

Line Voltage 
Lx800 

Pump B Pump B 

Low Voltage 
All Lx Models 
(except Lx800) 

Low Voltage 
Lx800 

External 
Limit 

DHW 
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Building Mgmt 
System (BMS) 

Gas Low 
Press. Sw. 

Aux. 
Proving 
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Lead-Lag  
(up to 8 Lx 
boilers) 

Lead-Lag  
(up to 8 
Lx boilers) 


